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BASEMENT REFLECTED CEILING PLAN

DEMOLITION AND NEW WORK

SCALE: 1/8'=1-0"
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GENERAL NOTES

A CONTRACTOR SHALL FIELD VERIFY ALL EXISTING CONDITIONS
PRIOR TO WORK BEING PERFORMED. VERIFY MECHANICAL
EQUIPMENT MANUFACTURER AND ROOF CURB MANUFACTURER
PRIOR TO START OF DEMOLITION WORK.

B CONTRACTOR TO COORDINATE DEMO SEQUENCE SCHEME WTH
THE OWNER PRIOR TO START OF DEMOLITION WORK

DIMENSIONS FROM EXISTING BUILDING ELEMENTS ARE FROM FACE|
OF FINISH UNLESS NOTED OTHERWSE.

o

DIMENSIONS TO NEW CONSTRUCTION ARE TO EDGE OF STUD
_M UNLESS NOTED OTHERWISE.

E CONTRACTOR SHALL PROTECT FLOOR FINISHES IN AREAS

%I@ L H AL NEW CONSTRUCTION IS TO BE 1-HR RATED

ADJACENT TO NEW CONSTRUCTION, AND RESTORE ALL EXPOSED
ﬂm&ﬂ«d)gqﬁh CONDITION AFTER COMPLETION OF

PATCH AND REPAIR ALL FINISHES AFFECTED BY HVAC
RENOVATION WORK TO MATCH ADJACENT FINISHES

-

SEE MECHANICAL FOR FULL EXTENT OF WORK REQUIRED
WORK TO MATCH ADJACENT FINISHES
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FINISHES TO MATCH ADJACENT FINISHES

l KEYED NOTES O
1

ABANDON DUCTWORK AND SEAL OPENING WITH A 1-HR.
FIRE RATED CEILING ASSEMBLY. REMOVE METAL ACCESS
M LADDER AND NETAL GRATE IN ITS ENTIRETY.

2 RENOVE EXISTING LAY-IN CEILING PANELS TO FACIITATE

NEW MECHANICAL WORK. STORE PANELS FOR RE-INSTALLATION.

[ RE-INSTALL PANELS WITH NEW SUSPENSION SYSTEM TO MATCH
EXISTING GRID AFTER MECHANICAL WORK IS COMPLETED.
REPLACE ANY PANELS NOT SUITABLE FOR RE-INSTALLATION.

[ 3 REMOMVE EXISTING CEILING TILES AND SUSPENDED GYP. BD. TO
CONSTRUCT NEW GYP. BD. CEILNG WITH NEW TILES TO MATCH

e — G EXISTING AFTER MECHANICAL WORK IS COMPLETED.
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4 REMOVE GYP. BD. CEIUNG TO FACILITATE NEW MECHANICAL
WORK. CONSTRUCT NEW CEILNG AND FINISH TO MATCH EXISTING|
AFTER MECHANICAL WORK IS COMPLETED.

5  NEW 3-5/8° NETAL STUD WALL WTH 5/8" TYPE "X" GYP. BD.
EACH SIDE. EXTEND GYP. BD. TO BOTTOM OF DECK

6 NEW 3'-0" x 7'~0" SC WOOD DOOR (45-MIN. RATED) WTH
1-HR RATED HOLLOW METAL FRAME. LOCK AND HARDWARE
Hozﬂﬂw__._zwx_ﬂsﬁ FINISH, MANUFACTURER, AND MAINTAN

FIRST FLOOR REFLECTED CEILING PLAN
DEMOLITION AND NEW WORK
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BASEMENT FLOOR PLAN

DEMOLITION AND NEW WORK

20 GA SHEET METAL PAN
LAP EXISTING OPENING 1™
SET IN ADHESIVE

SCALE: 1/8'=1-0"

NEW FLOOR FINISH TO
MATCH EXISTING

NON SHRINK GROUT

INFILL PAN

SCALE: 3/8=1-0"

INFILL 20 GA SHEET
NETAL PAN WITH amaﬁ
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7  REMOVE EXISTING DOOR AND FRAME. RETURN TO OWNER.
PATCH AND REPAIR FINISHES TO MATCH ADJACENT SURFACES.

8  STEEL COLUMNS — SEE STRUCTURAL. PROTECT COLUNNS WTH
1" MINERAL FIBERBOARD AS PER UL DESIGN NO. X311 TO
PROVIDE A 1-HR. FIRE RATED MEMBRANE.

9 FINISH EXPOSED COLUMNS WTH 1/2° GYP. BD. AND TEXTURE
/AND PAINT TO MATCH ADJACENT SURFACES. WRAP COLUMNS
AS TIGHT AS POSSIBLE TO MINIMIZE CORRIDOR OBSTRUCTION.

10 LOCATION OF JOISTS ABOVE.
11 LOCATION OF STRUCTURAL FRAME ABOVE.

12 REMOVE EXHAUST FANS IN THEIR ENTIRETY. CAP ROOF CURB
WTH 20 GA GALVANIZED SHEET METAL PRINED AND PAINTED
TO MATCH EXISTING ROOF TOP EQUIPMENT. ANCHOR WTH
WATERTIGHT SCREWS @ 12" 0.C. PACK OPENING WTH
R~38 INSULATION PRIOR TO CLOSING OFF.

13 INFILL DUCT OPENING WITH CMU TO MAINTAIN 1 HR RATED
CONSTRUCTION MATCH ADJACENT FINISHES

14 DEMO FLOOR HVAC REGISTERS IN THER ENTIRETY. INFILL WTH
20 GA SHEET METAL PAN. SEE DETAL 6 THIS SHEET INSTALL
NEW FLOOR FINISH OVER INFILL PAN TO NATCH EXISTING
FLOOR FINISH (CARPET TILE:  INTERFACE *TIGRES")

15 REMOVE ONLY WALL AREA REQUIRED TO PERFORM MECHANICAL
ﬁwﬁﬂﬂ WORK. PROTECT EXISTING CONSTRUCTION DURING
V/

M 16 DEMO FLOOR HVAC REGISTERS IN THEIR ENTIRETY. INFILL WTH
[ 12 GA STANLESS STEEL PLATE. ROUTER EXISTING MARBLE EDGE

1° PAST OPENING TO SUPPORT THE 12 GA STAINLESS STEEL
PLATE FLUSH WITH EXISTING FLOOR SET IN ADHESIVE.
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